Heated Sidewalk-Driveway on ABC Base

- CONCRETE CURB/EDGE RESTRAINT
- GEOTEXTILE TURN UP AT CURB
- CONCRETE PAVER
  2 3/8" (60 MM) MIN THICKNESS
- 1-1/2" (40 MM) BEDDING SAND (2" MAX)
- WIRES OR FLEXIBLE PIPE
- LAYOUT PER MANUF. AND TIED TO WELDED WIRE FABRIC
- GALVANIZED WELDED WIRE FABRIC PINNED TO BASE
- COMPACTED SOIL SUBGRADE
- COMPACTED AGGREGATE BASE 6" (150 MM) MIN. THICKNESS
- GEOTEXTILE AS REQUIRED
- 1" (25 MM) DIA. WEEP HOLE(S)

NOTE:
OMIT WELDED WIRE FABRIC FOR PEDESTRIAN APPLICATIONS.